
To:  Jim Mehl, ERU Supervisor 
 
From:  Zack Clayton, Rad Coord 
 
Subject: August Monthly Report 
 
Date:  September 19, 2010 
  
 
Beans: 
 
Training:    2 
Drills    1 
Meetings:   1 
Technical Assistance:  1 
Public Assistance:  2 
 
Web Page Hits:     There were 94  page views for August  
 
Coming Attractions: 
 
WG   9/8 
Perry Evaluated 9/28 
RAT Training  9/29 
WG   10/6 
URSB   10/12 
IZRRAG Training 10/18 
Perry fundamentals 10/19-21 
Sampling training 10/26 
NEPAC  10/28 
IZRRAG Table Top 11/10 
 
 
Facility Updates: 
 
Davis Besse Nuclear Power Station 
 
Davis Besse operated at full power for the month.   
 
 
Perry Nuclear Power Plant 
 
Perry operated at full power for the month.   
 
 
 



 
 
Beaver Valley Power Station 
 
 
Beaver Valley Unit I 
 
Beaver Valley Unit I operated at full power for the month.   
 
On August 26, at 4:49 PM,  plant operators detected possible air voids in the 
Emergency Core Cooling System pump headers after maintenance.  This would prevent 
the system from operating properly in an emergency activation. This put the plant in a 
Technical Specification Limited Condition of Operations That requires shut down in one 
hour if not remedied.  The plant began purging operations on the pump headers 
involved and determined the voids were removed by 5:18 PM.  This allowed the plant to 
exit the Technical Specification.  See Event No.  46208. 
 
Beaver Valley Unit II 
 
Beaver Valley Unit II operated at full power for the month.   
 
Fermi II 
 
Fermi operated at full power for the month.  
 
Portsmouth Gaseous Diffusion Plant   
 
There were no reports for Portsmouth in August.  
 
Activity: 
 
8/4  Working Group agency updates and miscellaneous discussion for smooth  
 functioning of the Board and the upcoming exercise.   
   
8/10  Perry Systems training for basic emergency systems and refresher   
  training for the Emergency Action Levels used during exercises and  
  events.  
  
8/12  DA Training at OEMA covering flow of information and important time  
  points.  The Dose assessment room is being renovated and some work- 
  arounds are in place for the exercise.  
  
8/25  Perry Dry Run - this functional exercise is designed to pinpoint issues that  
 need to be addressed prior to the FEMA evaluation September 28.  This   
 is an opportunity for new staff to observe the overall flow of the room and   
 learn new position assignments.  



 
 
Office Issues: 
 
None at this time.  
 
NRC Reports and Statistics: 
 
August operating power levels 
 
Date BV1   BV2 DB Fermi2  Perry 
1 100 100 100 100 100    
2 100 100 100 100 100 
9 100 100 100 100 100  
16 100 100 100 100 100 
23 100 100 100 100 100 
30 100 100 100 100 100 
31 100 100 100 100 100 

 
Information Notices 
 
 
The ADAMS Accession documents  are publicly available and will be accessible via the 
public web site Electronic Reading Room in the Agency Document Access and 
Management System (ADAMS), http://www.nrc.gov/reading-rm/adams.html  
or to access generic communications files on the NRC Homepage: 
http://www.nrc.gov/reading-rm/doc-collections/gen-comm/reg-issues/2010/. 
To access these documents use the ADAMS Accession number listed with the title.  
This is in the format of :  ML #########  
***** 
PERRY 2010-008 IR EA 10-035 
ADAMS ACCESSION#  ML102110548. 
***** 
Meeting with Detroit Edison Company to discuss degraded voltage license amendment 
request for Fermi 2 – ML102110134 
***** 
DAVIS-BESSE Notification of NRC SUPPLEMENTAL INSPECTION (95001) 
ADAMS ACCESSION# ML102140515 
***** 
Perry:  Confirmation of Initial Operator License Examinations 
ADAMS Accession No. ML102140471 
***** 
Fermi:  Confirmation of Initial Operator License Examination 
ADAMS Accession No. ML102150462 
***** 
Beaver Valley Power Station:  NRC Evaluation of Changes, Tests, and Experiments and 

http://www.nrc.gov/reading-rm/adams.html
http://www.nrc.gov/reading-rm/doc-collections/gen-comm/reg-issues/2010/


Permanent Modifications Team Inspection Report 05000334/2010006 and 
05000412/2010006 
ADAMS ACCESSION NO. ML102150492 
***** 
PERRY NUCLEAR POWER PLANT NRC INTEGRATED INSPECTION REPORT  - 
05000440/2010003 –  ML102170045 
***** 
Davis-Besse Nuclear Power Station, Unit 1 - Acceptance of requested licensing action 
re:  Cyber security plan – ADAMS Accession no.  ML102090026 
***** 
Summary of the July 28, 2010, Public Meeting to Discuss the Perry Nucler Power Plant, 
Unit 1, EOC Plant Performance Assessment – ML102170227 
***** 
SUMMARY OF THE JULY 29, 2010, PUBLIC MEETING TO DISCUSS THE DAVIS-
BESSE  NUCLEAR POWER STATION, UNIT 1, END-OF-CYCLE PLANT 
PERFORMANCE ASSESSMENT –  ML102170354 
***** 
Beaver Valley Power Station, Unit No. 2-Supplemental Information Needed For 
Acceptance Of Requested Licensing Action:  Alternative Weld Repair Method For 
Reactor Vessel Head Penetration J-Groove Welds Relief Request (TAC No. ME4176) 
ADAMS Accession:  ML102150039 
***** 
Beaver Valley Power Station Unit 2:  Operator Licensing Examination Approval 
ADAMS ACCESSION NO. ML102180301 
***** 
PDF version Information Notice 2010-14, Containment Concrete Surface Condition 
Examination Frequency And Acceptance Criteria, dated August 4, 2010 (ML101600151) 
***** 
Perry:  NRC Initial License Examination Report 2010301 
ADAMS Accession No. ML102230509 
***** 
Forthcoming meeting with Detroit Edison Company to discuss degraded voltage license 
amendment request for Fermi 2 – ADAMS Accession no. ML102280320 
***** 
Perry Nuclear Power Plant, Unit 1 - Withdrawal of Cyber Security Plan License 
Amendment Request – ADAMS Accession no. ML102240191 
***** 
Davis-Besse Ltr 8/18/10 SIT Exit Mtg 
ADAMS Accession no. ML102310168 
***** 
Davis-Besse Inspection Report 2010402 - Cover Letter Only 
ADAMS Accession No. ML102310554 
***** 
Davis-Besse:  Summary of the August 12, 2010, Non-Public Meeting to Discuss End-of-
Cycle Security Performance for Calendar Year 2009 
ADAMS Accession No. ML102320532 



***** 
Beaver Valley Power Station, Unit Nos.1 And 2-Withdrawal Of The Cyber Security Plan 
License Amendment Request (TAC Nos. ME2867 And ME2868) 
ADAMS Accession:  ML102310064 
***** 
Perry Nuclear Power Plant, Unit 1 - Acceptance of requested licensing action re: Cyber 
Security Plan – ADAMS Accession no. ML102240474 
***** 
Fermi 2 - Withdrawal of License Amendment Request Regarding Cyber Security Plan 
 ADAMS Accession Number:  ML102290311 
***** 
BEAVER VALLEY POWER STATION: NRC SECURITY INSPECTION REPORT 
05000334/2010403 AND 05000412/2010403 
ADAMS Accession No. ML102370090 
***** 
Fermi: Response to Order for Implementation of Additional Security Measures and 
Fingerprinting for Unescorted Access for Certain Spent Fuel Storage Licensees - Fermi 
Power Plant Independent Spent Fuel Storage Installation 
ADAMS Accession No.: ML102370669 
***** 
PDF version Information Notice 2010-15, Fuel Cycle Facility Configuration Management 
Errors, dated August 13, 2010 (ML091520532) 
***** 
PDF version Information Notice 2010-16, Failure To Disable Unsafe Geometry Bandsaw 
Reservior Results In Critcality Safety-Related Alert, dated August 13, 2010 
(ML100540070) 
***** 
Fermi:  Operator Licensing Examination Approval 
ADAMS Accession No. ML102380364 
***** 
FERMI 2010-011 (URI) IR 
ADAMS ACCESSION#  ML102390072 
***** 
PERRY 2010-006 MOD 50.59 IR 
ADAMS ACCESSION# ML102420690 
***** 
 
***** 
NUCLEAR: USEC resubmits loan guarantee application for fuel plant (08/04/2010) 
 
Katherine Ling, E&E reporter 
The only company that would use U.S.-based technology to make fuel for nuclear 
power plants announced yesterday the resubmission of an application for a $2 billion 
federal loan guarantee. 
USEC Inc. plans to use the loan guarantee to build a fuel enrichment facility in Piketon, 
Ohio. The Department of Energy had directed Bethesda, Md.-based USEC to withdraw 



its previous loan application a year ago because of insufficient operating experience 
data to support the new technology and financial concerns (Greenwire, Aug. 5, 2009). 
"We have addressed, head on, each concern raised in the independent engineer's 
report that was prepared for DOE last year," said John Welch, USEC president and 
CEO, in a statement. "The American Centrifuge program is much stronger today 
because of that sharp focus." 
The company said it has gained the necessary cascade operating experience, built and 
operated more of the centrifuge machines and increased the technology productivity 
while lowering costs. The company has also attracted $200 million in investments from 
Toshiba Corp. and Babcock & Wilcox Investment Co. -- subject to regulatory approval -- 
and has lined up $3.1 billion in committed sales of enriched uranium (E&ENews PM, 
May 25). 
USEC estimates the project will cost an additional $2.8 billion after DOE grants the loan 
guarantee, not including expenses incurred before it is awarded. USEC has already 
spent $1.8 billion on the facility. The project still needs additional financing, and the 
company is looking for potential help from Japanese export credit agencies, it said. 
The project could create nearly 8,000 jobs in the United States, the company said, with 
almost half located in Ohio. 
Earlier this year, DOE conditionally granted a $2 billion loan guarantee to Areva SA's 
Eagle Rock Enrichment Facility near Idaho Falls, Idaho. Areva estimates the facility will 
create about 4,800 direct and indirect jobs and cost about $3.3 billion. Areva said if 
approved by the Nuclear Regulatory Commission, the project could start construction 
next year and be operating by 2014. 
Congress only provided $2 billion specifically for front-end projects of the nuclear fuel 
cycle in the 2009 appropriations omnibus, but DOE said it has made an additional $2 
billion available for another fuel enrichment project from loan authority provided in 2007. 
Construction has already started on an enrichment plant in Eunice, N.M., owned by 
U.K.-based Urenco Ltd., through its U.S. subsidiary, Louisiana Energy Services, after 
NRC approved its license last June. 
 
***** 
Cleanup of ex-nuke plant will mean hundreds of Ohio jobs 
Tuesday, August 17, 2010 10:00 AM 
Associated Press 
PORTSMOUTH, Ohio -- Federal energy officials say hundreds of jobs will come to 
southern Ohio for the next phase of the cleanup of a former uranium plant built during 
the Cold War. 
Energy Department officials expect the contractor to begin hiring by the end of this year, 
with 350 to 500 new jobs over the next three years. 
They announced yesterday a contract valued at $2.1 billion over 10 years for work at 
the Portsmouth Gaseous Diffusion Plant in Piketon, 65 miles south of Columbus. It 
produced enriched uranium until 2001. 
Decontamination and other work will be done by Fluor-B&W Portsmouth, a joint venture 
led by Fluor Federal Services Inc. and Babcock & Wilcox Technical Services Group Inc. 
***** 

General Information or Other Event Number: 46187 

http://www.eenews.net/Greenwire/2009/08/05/archive/8
http://www.eenews.net/eenewspm/2010/05/25/archive/9


Rep Org: OHIO BUREAU OF RADIATION 
PROTECTION 
Licensee: CHARTER STEEL 
Region: 3 
City: CUYAHOGA HEIGHTS State: OH 
County:  
License #: 31200180001 
Agreement: Y 
Docket:  
NRC Notified By: MICHAEL SNEE 
HQ OPS Officer: JOHN KNOKE  

Notification Date: 08/18/2010
Notification Time: 15:08 [ET]
Event Date: 08/16/2010 
Event Time: 20:00 [EDT] 
Last Update Date: 
08/18/2010  

Emergency Class: NON EMERGENCY 
10 CFR Section:  
AGREEMENT STATE 

Person (Organization):  
NICK VALOS (R3DO) 
ANGELA MCINTOSH 
(FSME) 

Event Text  

AGREEMENT STATE REPORT - DAMAGED CO-60 CASTER GAUGE  
 
Received the following report from the State of Ohio via email:  
 
"At approximately 2000 [CDT] on 8/16/2010 a molten metal overflow event occurred at 
Charter Steel. Molten metal flowed down a tube outside the crucible where the caster 
gauge is located. The caster gauge, a Berthold LB300MLT containing 5 mCi of Co-60, 
was covered in molten metal as a result. On the morning of 8/17/2010 the licensee's 
environmental contractor was called to help assess the situation. Radiological surveys 
were conducted and no contamination was found. The gauge manufacturer 
recommended that the licensee contact Radiametrics (Ohio license # 03225480000) 
to recover the gauge. Radiametrics responded on the afternoon of 8/17/2010. Ohio 
Department of Health dispatched an inspector to investigate the incident and 
observed as Radiametrics removed the gauge from the now solidified block of steel. 
The gauge was found intact and the shutter was found in the closed position. 
Radiation surveys indicated that the source was intact and was not leaking. At 
approximately 1400 on 8/17/2010 the gauge was placed in secure storage at Charter 
Steel. The licensee has contracted with Radiametrics to transfer the source to a new 
Berthold gauge when it arrives in the next few days."  
 
Ohio Incident # OH100010 

 
***** 

Power Reactor Event Number: 46208 

Facility: BEAVER VALLEY 
Region: 1 State: PA 
Unit: [1] [ ] [ ] 
RX Type: [1] W-3-LP,[2] W-3-LP 

Notification Date: 08/26/2010 
Notification Time: 22:22 [ET] 
Event Date: 08/26/2010 
Event Time: 16:49 [EDT] 



NRC Notified By: ROBERT G. HADDOCK 
HQ OPS Officer: DONG HWA PARK  

Last Update Date: 08/26/2010  

Emergency Class: NON EMERGENCY 
10 CFR Section:  
50.72(b)(3)(ii)(B) - UNANALYZED CONDITION 
50.72(b)(3)(v)(A) - POT UNABLE TO SAFE SD 
50.72(b)(3)(v)(D) - ACCIDENT MITIGATION 

Person (Organization):  
PAMELA HENDERSON (R1DO) 

 

Unit 
SCRAM 
Code 

RX 
CRIT 

Initial 
PWR Initial RX Mode 

Current 
PWR Current RX Mode 

1 N Y 100 Power Operation 100 Power Operation 

Event Text  

BOTH TRAINS OF HIGH HEAD SAFETY INJECTION PUMPS DECLARED 
INOPERABLE  
 
"Beaver Valley Power Station Unit No.1, while operating at 100% full power, 
performed Ultrasonic Testing on the High-Head Emergency Core Cooling System 
Pump suction headers (6" and 8") following a fill and vent of the 'A' High Head 
Emergency Core Cooling System Pump. This is required because the fill point for the 
out of service Emergency Core Cooling System Pump 1CH-P-1A, is it's suction valve 
from the 8" Charging header, 1CH-19, which was opened. Preliminary indications 
were such that the 6" suction header was full of water and an air void did exist in the 
8" suction header, but the size was indeterminate and had to be calculated by System 
Engineering. Operations commenced additional monitoring for cavitation of the 
running charging pump with none identified. Operations then vented the 8" suction 
header multiple times. At 1649 hours today, the results of the Ultrasonic Test (UT) 
was provided by System Engineering indicating that an air void existed in the 
Emergency Core Cooling System Pump 8" Suction header that was in excess of the 
Acceptance Criteria. At 1649 hours, both trains of High Head Safety Injection pumps 
were declared Inoperable but remain Available. Technical Specification (TS) 3.5.2 - 
ECCS operating is not met. Required Action C.1 requires entry of TS LCO 3.0.3 
immediately.  
 
"Per 10CFR50.72(b)(3)(v)(A)&(D) - Event or Condition That Could Have Prevented 
Fulfillment of a Safety Function, and 10CFR50.72(b)(3)(ii)(B) Unanalyzed Condition, 
this event is reportable to the NRC within 8 hours.  
 
"At 1715 additional venting of the 6" Charging Pump suction header revealed no air 
present. Additional venting of the 8" Charging Pump suction header revealed 
additional air pockets. The 8" header was then vented multiple times, with a short 
delay in between each venting, until no air was identified.  
 
"At 1718, follow up UT on both Charging Pump Suction headers revealed it remained 
full of water with no voids present. Both trains of High Head Safety Injection are 



declared OPERABLE restoring compliance to TS LCO 3.0.3 and 3.5.2. Reactor power 
remained at 100% during these evolutions.  
 
"The NRC Resident Inspector was informed." 

 
***** 
***** 
 
 


