
To:  Jim Mehl, ERU Supervisor 
 
From:  Zack Clayton, Rad Coord 
 
Subject: October Monthly Report 
 
Date:  November 10, 2010 
  
 
Beans: 
 
Training:    3 
Drills    0 
Meetings:   2 
Technical Assistance:  1 
Public Assistance:  0 
 
Web Page Hits:     There were 5  page views for October 
 
Coming Attractions: 
 
11/9  Working Group   
11/9  After Action meeting on last exercise 
11/10  IZRRAG Table Top  
 
Facility Updates: 
 
Davis-Besse Nuclear Power Station 
 
Davis-Besse operated at full power for October. 
 
Nov. 4 is the Environmental Scoping public meeting to support the Davis-Besse License 
renewal application.  Davis-Besse's current license expires on April 22, 2017.  FENOC 
has submitted an application to renew the license to permit the plant to operate for an 
additional 20 years to 2037.  Two public meetings will be conducted on Nov. 4--one 
beginning at 1:30 pm and the second beginning at 7:00 pm and expected to continue for 
two hours.   The location of the meeting is Camp Perry Conference Center in Port 
Clinton. 
The meetings will be Public Noticed in the Federal Register. 
 
 
Perry Nuclear Power Plant 
 
Perry operated at full power for the month of October.  
 
On Thursday, Oct. 28, the plant computer was taken off-line for three hours for 



scheduled maintenance.  During that time, the Safety Parameter Display System, the 
Emergency Response Data System (ERDS), and the automatic mode of the Computer 
Aided Dose Assessment Program (CADAP) were unavailable.  If an emergency had 
occurred during that time period, Perry would have provided pertinent plant parameters 
over the 5-Way phone.  See Event 46370. 
 
At 5:40 pm on Thursday, Oct. 28, Perry discovered an underground leak of sodium 
hypochlorite (bleach) of about 130 gallons on-site.  The affected tank has been isolated 
and the leak stopped; however, the exact location of the leak on-site is unknown at this 
time.  The chemical is used as an algae treatment in the Plant's Service Water/ 
Emergency Service Water systems.  Until the chlorination system is returned to service 
Perry is making "batch additions" of bleach into the Service Water/Emergency Service 
Water.  The 130 gallons exceeds the limit of 80 gallons unexpected chemical discharge 
requiring notification.  All appropriate Federal, State, and Local agencies were notified 
as per procedures.   See Event 46374. 
 
 
Beaver Valley Power Station 
 
On October 25 a contract worker at the BVPS site failed a random drug screening test. 
The individual's unescorted access was terminated and the NRC was notified.  See 
Event 46360. 
 
Beaver Valley Unit I 
 
Beaver Valley Unit I shut down for refueling in October.    
 
The Unit 1 In-Plant computer taken out of service September 7 was returned to service 
October 1 ahead of the Refueling Outage.  This Computer system handles emergency 
data for offsite agencies in case of an incident. 
 
After the Saturday, October 2 shut down of Unit 1 for a refueling outage a drain valve in 
the Residual Heat Removal (RHR) System inside containment was found to be leaking 
at a rate of approximately five drops per minute. The valve is downstream of two RHR 
isolation valves on a pipe which connects to both trains of the RHR. The cause of the 
leak was determined to be a 270 degree circumferential crack in the drain valve weld. 
Both trains have been declared inoperable. Other systems are available for decay heat 
removal. See Event Report 46304   
 
Beaver Valley Unit II 
 
Beaver Valley Unit II operated at full power for October.   
 
Fermi II 
 
Fermi operated at full power until October 18 when it started losing vacuum in the 



condenser system.   On October 24 the loss of vacuum triggered a SCRAM and the 
plant entered a shutdown.  On Rod failed to fully insert and was inserted with manual 
controls.  See event 46359.     
 
Portsmouth Gaseous Diffusion Plant   
 
There were no reports for Portsmouth in October.  
 
Activity: 
 
10/6  WG Agency and plant updates and preparation for the URSB meeting.  
    
10/12  URSB meeting.  NRC and FENOC updates, general board business and  
  recognition of Bob Owen’s service to the Board.  
   
10/18  IZRRAG Training for the EOC/Dose Assessment staff.   
 
10/19-21 Perry fundamentals course on detailed plant operations and systems that  
  impact normal and emergency conditions.  
 
10/27  IZRRAG Sampling training .  This covered sampling rational and general  
  theory of the restriced zone determination.  A functional walkthrough of  
  team dispatch, sample turn in, and return to availability was included. 
  
 
Office Issues: 
 
None at this time.  
 
NRC Reports and Statistics: 
 
October operating power levels 
 
Date BV1   BV2 DB Fermi2  Perry 
1 60 100 100 100 100   REDUCED FOR SECONDARY STEAM SAFETIES TESTING 

4 0 100 100 100 100 refueling outage 
11 0 100 100 100 100 
18 0 100 100 99 100 coast down for outage 
23 0 100  100 97 100 
25 0 100 100 0 100 
31 100 100 100 0 100  

 
Information Notices 
 
 
The ADAMS Accession documents  are publicly available and will be accessible via the 



public web site Electronic Reading Room in the Agency Document Access and 
Management System (ADAMS), http://www.nrc.gov/reading-rm/adams.html  
or to access generic communications files on the NRC Homepage: 
http://www.nrc.gov/reading-rm/doc-collections/gen-comm/reg-issues/2010/. 
To access these documents use the ADAMS Accession number listed with the title.  
This is in the format of :  ML #########  
***** 
Fermi 2 – Relief Request RR-A37 for Fermi 2 re: Evaluation of Alternative to Reactor Pressure 
Vessel Nozzle-to-Vessel Welds and Inner Radius Examinations 
ADAMS Accession Number:  ML102590141 
***** 
Beaver Valley Power Station, Unit No. 2 - Request for Additional Information Regarding the 
Revised Steam Generator Inspection Scope Using F* Methodology License Amendment 
Request (TAC No. ME3498)   ADAMS Accession No.: ML102740027 
***** 
Fermi 2 – Relief Request RR-A36 for Fermi 2 re: Evaluation of Alternative Pressure Testing 
Requirements for the Reactor Pressure Vessel Flange Lear-Off Piping 
ADAMS Accession Number:  ML102630094 
***** 
Fermi 2 – Relief Request RR-A38 for Fermi 2 re: Evaluation of Appendix VIII, Supplements 4 
and 6 – Use of PDI Qualified Procedures, Personnel and Equipment for Non-Appendix VIII RPV 
Shell-to-Flange Welds and Head-to-Flange Weld 
ADAMS Accession Number:  ML102580518 
***** 
Fermi 2 – Relief Request RR-A30 for Fermi 2 – re: Evaluation of Risk-Informed Inservice 
Inspection Program for the Third 10-Year Interval 
ADAMS Accession Number:  ML102590586 
***** 
Fermi 2 - Relief Request No. PRR-09, Relief from Fixed Reference Value Testing for the Third 
10-Year Inservice Testing Program Interval    ADAMS Accession Number:  ML102720160 
***** 
Perry: Response to Order for Implementation of Additional Security Measures and 
Fingerprinting for Unescorted Access for Certain Spent Fuel Storage Licensees - Perry Nuclear 
Power Plant Independent Spent Fuel Storage Installation     ADAMS Accession No.: 
ML102850207 
***** 
PDF version of Information Notice 2010-21, Crack-Like Indication in the U-Bend Region of a 
Thermally Treated Alloy 600 Steam Generator Tube, dated October 6, 2010  
ADAMS ACCESSION# (ML102210244) 
***** 
FERMI UNIT 1 MASTER INSPECTION PLAN- FISCAL YEAR 2011 
Adams Accession No. ML102860117 
***** 
PDF version of SA 2010-09 dated October 7, 2010, that has been posted to the NRR GCC Web, 
http://www.nrc.gov/reading-rm/doc-collections/gen-comm/security-advisories/2010/ 
***** 
Fermi:  NRC Security Baseline Inspection Report 2010404 - Cover Letter Only 
ADAMS Accession No. ML102871096 
***** 

http://www.nrc.gov/reading-rm/adams.html
http://www.nrc.gov/reading-rm/doc-collections/gen-comm/reg-issues/2010/
http://www.nrc.gov/reading-rm/doc-collections/gen-comm/security-advisories/2010/


DAVIS-BESSE MOD 50.59 Request for Information Letter 
ADAMS ACCESSION# ML102880646 
***** 
DAV-BESSE Public Meeting Reactor Vessel Head Replacement Letter 
ADAMS ACCESSION# ML102871200. 
***** 
DAV-BESSE 11/16/10 PUBLIC MEETING NOTICE 
ADAMS ACCESSION# ML102871202 
***** 
Fermi Power Plant Unit 2 Material Control and Accounting Program Inspection Report 
No. 05000341/2010406 Cover Letter Only – ADAMS ACCESSION# ML102910170 
***** 
Summary of September 27, 2010, Category 1 Meeting with FirstEnergy Nuclear Operating 
Company     Adams Accession No. ML102790351 
***** 
Davis-Besse Nuclear Power Station, Unit No. 1 - Request for additional information regarding 
Davis-Besse Notification of Significant Change to the Small-Break Loss-of-Coolant Accident 
Emergency Core Cooling Model in Accordance with 10 CFR 50.46(a)(3) –  
ADAMS Accession no. ML102810285 
***** 
Davis-Besse: Determination of Acceptability and Sufficiency for Docketing, and Opportunity for 
a Hearing Regarding the Application from FirstEnergy Nuclear Operating License for the Davis-
Besse Nuclear Power Station, Unit 1    ADAMS Accession no. ML102710584 
***** 
Fermi 2 – Issuance of Amendment to Revise Degraded Voltage Function to Reflect Modification 
ADAMS Accession Number:  ML102770382 
***** 
Fermi Power Plant, Unit 2 Integrated Inspection Report 05000341/2010004 
ADAMS Accession No. ML102940230 
***** 
Beaver Valley Power Station, Unit Nos. 1 and 2 – Supplemental Information Needed for 
Acceptance of Requested Licensing Action Re: Relief Request VRR2 (TAC Nos. ME4363 and 
ME4364)    ADAMS Accession No.: ML102930182 
***** 
Davis-Besse:  Notice of Intent to Prepare an Environmental Impact Statement and Conduct 
Scoping Process for License Renewal fir the Davis-Besse Nuclear Power Station, Unit 1. 
ADAMS Accession No. ML102700603 
***** 
DAVIS-BESSE 2010-008 SIT Special Investigation Report 
ADAMS ACCESSION# ML102930380 
***** 
Davis-Besse: Forthcoming Meeting to Discuss the License Renewal Process and Environmental 
Scoping for Davis-Besse Nuclear Power Station License Renewal Application Review 
ADAMS Accession No. ML102870261 
***** 
Davis-Besse Nuclear Power Station Integrated Inspection Report 05000346/2010004 – ADAMS 
Accession No. ML102990391 
*****  



Perry Nuclear Plant Baseline Emergency Preparedness Biennial Exercise Inspection Report 
2010 502     ADAMS Accession No. ML102990478 
***** 
Beaver Valley Power Station - NRC Integrated Inspection Report 05000334/2001004 and 
05000412/2010004     ADAMS Accession No. ML103000048 
****** 
Beaver Valley Power Station: September 8, 2010 NRC Generic Fundamentals (GFE) Results 
for Beaver Valley Power Station (05000334) 
Cover letter publicly available, enclosures withheld from public. 
ADAMS Accession No.  ML103010273 
***** 
PERRY NUCLEAR POWER PLANT NRC INTEGRATED INSPECTION REPORT 
05000440/2010004     ADAMS Accession Number ML103020254 

***** 

***** 

Piketon uranium project a bit closer 
Ohio politicians quick to hail step toward 4,000 jobs 
Thursday, October 28, 2010 02:56 AM 
By Darrel Rowland 
THE COLUMBUS DISPATCH 
Democrats hailed yesterday's news that southern Ohio has moved a step closer to obtaining a 
$4billion 
uranium centrifuge project. 
But even though the approval of a framework for a needed $2 billion federal loan guarantee is 
important, 
many steps remain before the proposed plant near Piketon becomes a reality. 
But that didn't stop the news-release machine. 
"This will mean thousands of jobs at Piketon," said Democratic Sen. Sherrod Brown in a release. 
"Getting this facility built is as critical to our national energy interests as it is vitally important to 
the 
resurgence of Ohio's economy and the livelihoods of the hardworking people of southern Ohio," 
said 
Democratic Gov. Ted Strickland in his release. "Today, that vision for our energy and economic 
future is 
a giant leap closer to reality." 
U.S. Rep. Zack Space, D-Dover, said: "We are getting closer and closer to seeing 4,000 jobs 
coming to 
southern Ohio." 
The reaction from Republican John Kasich was more muted. Spokesman Scott Milburn said: 
"John 
Kasich is a strong supporter of nuclear energy and believes it is critical to our clean-energy 
future, as well 
as to increasing our energy security. Like everyone in southern Ohio, he looks forward to the 
time when 
there is certainty about the future of Piketon." 



And a glance at what USEC, which is seeking the federal loan guarantee to build the facility, 
says remains 
to be done is much more technical than gushing: 
"Completion of due diligence by DOE (the U.S. Department of Energy) and negotiation of terms 
and 
conditions between DOE and USEC are the next steps toward issuance of a conditional 
commitment. 
Funding under a DOE loan guarantee will only occur following conditional commitment, final 
documentation and satisfaction of conditions to closing." 
The advanced centrifuge plant is touted as a source of fuel for nuclear reactions in the U.S. and 
abroad. 
The multiyear construction project would create nearly 8,000 jobs in 10 states, with as many as 
4,000 in 
Ohio, USEC says. 
drowland@dispatch.com 
 
***** 

Power Reactor Event Number: 46232 

Facility: BEAVER VALLEY 
Region: 1 State: PA 
Unit: [1] [ ] [ ] 
RX Type: [1] W-3-LP,[2] W-3-LP 
NRC Notified By: KENT SLOAN 
HQ OPS Officer: CHARLES TEAL  

Notification Date: 09/07/2010 
Notification Time: 10:43 [ET] 
Event Date: 09/07/2010 
Event Time: 10:43 [EDT] 
Last Update Date: 09/30/2010  

Emergency Class: NON EMERGENCY 
10 CFR Section:  
50.72(b)(3)(xiii) - LOSS COMM/ASMT/RESPONSE 

Person (Organization):  
WILLIAM COOK (R1DO) 

 

Unit 
SCRAM 
Code 

RX 
CRIT 

Initial 
PWR Initial RX Mode 

Current 
PWR Current RX Mode 

1 N Y 100 Power Operation 100 Power Operation 

Event Text  

PLANT IN-PROCESS COMPUTER OOS FOR MAINTENANCE  
 
"The Beaver Valley Power Station (BVPS) Unit 1 In-Plant Computer (IPC) will be 
taken out of service for approximately 4 weeks (9/7/10 - 9/30/10) to implement a 
planned modification. The current IPC is being replaced and a computer outage is 
required to allow for installation of a new IPC. During this time period the Emergency 
Response Data System (ERDS) data link to the NRC will not be available at BVPS 
Unit 1. Other computer based systems not directly associated with the IPC (e.g. 
Safety Parameter Display System (SPDS), meteorological data) will remain in 
operation. ERDS parameters will be available to be monitored by control board 
indications and temporary computer system set up prior to the IPC outage. 



Compensatory actions have been developed to direct one of the Technical Support 
Center (TSC) Operations communicators to respond to the control room during a 
BVPS Unit 1 emergency, should it occur, to facilitate data transfer to the NRC while 
the ERDS is out of service. Work on replacing the IPC and returning ERDS to service 
will be ongoing continuously until complete.  
 
"This is an 8-hour reportable event per 10 CFR 50.72(b)(3)(xiii) Major Loss of 
Assessment Capability. The operation of BVPS Unit 1 and Unit 2 plant systems will 
not be adversely affected due to this planned action. BVPS Unit 2 ERDS will not be 
affected by these modifications.  
 
"The NRC Resident Inspector has been notified."  
 
* * * UPDATE FROM THOMAS MIGDAL TO HOWIE CROUCH @ 2215 EDT ON 
9/30/10 * * *  
 
"The Beaver Valley Power Station Unit 1 In-Plant computer has been returned to 
service. The Emergency Response Data System data link to the NRC is now 
available.  
 
"The NRC Resident Inspector has been notified."  
 
Notified R1DO (Gray). 

 
***** 

Power Reactor Event Number: 46304 

Facility: BEAVER VALLEY 
Region: 1 State: PA 
Unit: [1] [ ] [ ] 
RX Type: [1] W-3-LP,[2] W-3-LP 
NRC Notified By: DAVE GIBSON 
HQ OPS Officer: BILL HUFFMAN  

Notification Date: 10/02/2010 
Notification Time: 15:38 [ET] 
Event Date: 10/02/2010 
Event Time: 10:11 [EDT] 
Last Update Date: 10/02/2010  

Emergency Class: NON EMERGENCY 
10 CFR Section:  
50.72(b)(3)(v)(B) - POT RHR INOP 

Person (Organization):  
MEL GRAY (R1DO) 

 

Unit 
SCRAM 
Code 

RX 
CRIT 

Initial 
PWR Initial RX Mode 

Current 
PWR Current RX Mode 

1 N N 0 Cold Shutdown 0 Cold Shutdown 

Event Text  

RESIDUAL HEAT REMOVAL SYSTEM PIPING LEAK  
 
"Approximately five hours after Beaver Valley Power Station Unit No. 1 was shutdown 



at 0011 hours [EDT] to enter a scheduled refueling outage, an approximate 5 drops 
per minute leak was identified from a drain valve on the Residual Heat Removal 
(RHR) System inside containment. This leak is downstream of the two series RHR 
isolation valves on a pipe which connects to both trains of RHR. The actual location of 
the leak on the valve was not immediately evident. An evaluation was requested. At 
1011 hours, the evaluation reported a 270 degree circumferential crack in the socket 
weld on the RHR side of the valve. Without reasonable assurance of RHR System 
operability, both trains of RHR were declared inoperable. Both trains of the RHR 
System are currently in service, along with three steam generators/condenser 
remaining available for decay heat removal. Actions to address this condition are 
being pursued.  
 
"This is being reported as a condition that at the time of discovery could have 
prevented the fulfillment of the safety function of systems needed to remove decay 
heat pursuant to 10 CFR 50.72(b)(3)(v)(B) since both trains of RHR were declared 
inoperable.  
 
"Beaver Valley Power Station Unit No. 2 is unaffected by this event and remains at 
100 percent power.  
 
"The NRC Resident Inspector has been notified."  
 
T.S. Action 3.4.7 requires that efforts be immediately initiated to restore RHR as soon 
as possible. 

***** 

Power Reactor Event Number: 46359 

Facility: FERMI 
Region: 3 State: MI 
Unit: [2] [ ] [ ] 
RX Type: [2] GE-4 
NRC Notified By: MARK EGHIGIAN 
HQ OPS Officer: VINCE KLCO  

Notification Date: 10/24/2010 
Notification Time: 18:09 [ET] 
Event Date: 10/24/2010 
Event Time: 16:41 [EDT] 
Last Update Date: 10/24/2010  

Emergency Class: NON EMERGENCY 
10 CFR Section:  
50.72(b)(2)(iv)(B) - RPS ACTUATION - CRITICAL 

Person (Organization):  
STEVE ORTH (R3DO) 
TIM McGINTY (NRR) 
SCOTT MORRIS (IRD) 

 

Unit 
SCRAM 
Code 

RX 
CRIT 

Initial 
PWR Initial RX Mode 

Current 
PWR Current RX Mode 

2 A/R Y 97 Power Operation 0 Hot Shutdown 

Event Text  

AUTOMATIC REACTOR SCRAM DUE TO A TURBINE TRIP RESULTING FROM A 
LOW CONDENSER VACUUM  



 
"At 1641 EDT 10/24/10, the reactor mode switch was taken to shutdown following an 
automatic scram due to a main turbine trip, caused by a loss of [condenser] vacuum. 
The scram was uncomplicated, Control Rod 10-35 did not fully insert on scram and 
was manually inserted from position 38. The lowest reactor vessel water level reached 
was 137 inches, and as expected, HPCI, RCIC. & SRVs did not actuate. Reactor 
water level is being controlled in the normal band using the CRD [Control Rod Drive] 
and reactor feedwater systems. All isolations and actuations for reactor water level 3 
occurred as expected.  
 
"The loss of condenser vacuum is under investigation.  
 
"All Emergency Core Cooling Systems and EDG's [Emergency Diesel Generators] 
were operable, and no safety related equipment was out of service. This report is 
being made in accordance with 10 CFR 50.72(b)(2)(iv)(B), as an event that results in 
actuation of the reactor protection system (RPS) when the reactor is critical.  
 
"Decay heat is being removed through the main turbine bypass valves to the main 
condenser."  
 
Electrical offsite power lineups are normal. Reactor pressure is 882 psig and reactor 
temperature is 515 degrees F (NOP and NOT). The reactor is stable in mode 3.  
 
The licensee notified the NRC Resident Inspector. 

***** 

Power Reactor Event Number: 46360 

Facility: BEAVER VALLEY 
Region: 1 State: PA 
Unit: [1] [ ] [ ] 
RX Type: [1] W-3-LP,[2] W-3-LP 
NRC Notified By: KEN TIEFENTHAL 
HQ OPS Officer: VINCE KLCO  

Notification Date: 10/25/2010 
Notification Time: 12:04 [ET] 
Event Date: 10/25/2010 
Event Time: 07:00 [EDT] 
Last Update Date: 10/25/2010  

Emergency Class: NON EMERGENCY 
10 CFR Section:  
26.719 - FITNESS FOR DUTY 

Person (Organization):  
JOHN CARUSO (R1DO) 

 

Unit 
SCRAM 
Code 

RX 
CRIT 

Initial 
PWR Initial RX Mode 

Current 
PWR Current RX Mode 

1 N N 0 Refueling 0 Refueling 

Event Text  

CONTRACT NON-LICENSED SUPERVISOR TESTED POSITIVE FOR A 
CONTROLLED SUBSTANCE  
 



A non-licensed contract employee supervisor had a confirmed positive for a controlled 
substance during a random fitness for duty test. The employee's unescorted access to 
the plant has been terminated. Contact the Headquarters Operations Officer for 
additional details.  
 
The licensee has notified the NRC Resident Inspector. 

***** 

Power Reactor Event Number: 46370 

Facility: PERRY 
Region: 3 State: OH 
Unit: [1] [ ] [ ] 
RX Type: [1] GE-6 
NRC Notified By: GLENDON BURNHAM 
HQ OPS Officer: CHARLES TEAL  

Notification Date: 10/28/2010 
Notification Time: 07:59 [ET] 
Event Date: 10/28/2010 
Event Time: 07:59 [EDT] 
Last Update Date: 10/28/2010  

Emergency Class: NON EMERGENCY 
10 CFR Section:  
50.72(b)(3)(xiii) - LOSS COMM/ASMT/RESPONSE

Person (Organization):  
RICHARD SKOKOWSKI (R3DO)

 

Unit 
SCRAM 
Code 

RX 
CRIT 

Initial 
PWR Initial RX Mode 

Current 
PWR Current RX Mode 

1 N Y 100 Power Operation 100 Power Operation 

Event Text  

EMERGENCY RESPONSE DATA SYSTEM (ERDS) OOS  
 
"Beginning at approximately 0800 hours EDT on October 28, 2010, Perry Plant 
personnel will be taking the plant Integrated Computer System (ICS) out of service for 
planned maintenance. During the time ICS is out of service, the Safety Parameter 
Display System (SPDS), the Emergency Response Data System (ERDS), and the 
automatic mode calculation of the Computer Aided Dose Assessment Program 
(CADAP) will be unavailable. The computer outage is scheduled for six hours.  
 
"In the event of an emergency, plant parameter data will be orally transmitted to the 
facilities through the Status Board Ring Down circuit with back-up [using] the Private 
Branch Exchange, Off-Premise Exchange, and various redundant intra-facility circuits 
throughout the emergency facilities. The dose assessment function will be maintained 
during the out of service time period by manual input of data into CADAP and, if 
required, by manual calculation. The ability to open and maintain an 'open line' using 
the Emergency Notification System will not be affected and will be the primary means 
of transferring plant data to the NRC as a contingency until the ERDS can be returned 
to service during the period of unavailability.  
 
"This event is being reported in accordance with 10 CFR 50.72(b)(3)(xiii), as a 
condition that results in a major loss of offsite communications capability. A follow-up 



notification will be made when the maintenance activities are completed and the 
equipment is restored. The NRC Resident Inspector has been notified."  
 
* * * UPDATE AT 1301 EDT ON 10/28/10 FROM GLENDON BURNHAM TO DONG 
PARK * * *  
 
At 1100 EDT, the plant ICS has been returned to service and functioning normally.  
 
The NRC Resident Inspector has been informed.  
 
Notified R3DO (Skokowski). 

 
***** 

Power Reactor Event Number: 46374 

Facility: PERRY 
Region: 3 State: OH 
Unit: [1] [ ] [ ] 
RX Type: [1] GE-6 
NRC Notified By: TIM PRY 
HQ OPS Officer: DONG HWA PARK  

Notification Date: 10/28/2010 
Notification Time: 20:25 [ET] 
Event Date: 10/28/2010 
Event Time: 17:51 [EDT] 
Last Update Date: 10/28/2010  

Emergency Class: NON EMERGENCY 
10 CFR Section:  
50.72(b)(2)(xi) - OFFSITE NOTIFICATION 
OTHER UNSPEC REQMNT 

Person (Organization):  
RICHARD SKOKOWSKI (R3DO) 
ANTHONY PARSONS (DOE) 
JACQUELINE ARSENAULT (EPA) 
DAVID TIMMONS (USDA) 
JOEL RICHARDSON (HHS) 
DENNIS VIA (FEMA) 

 

Unit 
SCRAM 
Code 

RX 
CRIT 

Initial 
PWR Initial RX Mode 

Current 
PWR Current RX Mode 

1 N Y 100 Power Operation 100 Power Operation 

Event Text  

OFFSITE NOTIFICATION DUE TO SODIUM HYPOCHLORITE LEAK FROM 
UNDERGROUND PIPING  
 
"On October 28, 2010, at 1740 hours, the plant entered the Off-Normal Instruction for 
spills and unauthorized discharges. At 1751 hours, notification of a sodium 
hypochlorite spill was made to the U.S. Environmental Protection Agency (EPA), 
National Response Center. At the time of the event, the plant was in Mode 1 at 100% 
power. The sodium hypochlorite spill is believed to be the result of a leak in an 
underground piping supply line to the Emergency Service Water pump house. The 
leak is estimated to be approximately 130 gallons of a 12.5% Sodium Hypochlorite 
(Bleach) solution (80 gallons in a 24 hour period is the reportable quantity). The 



associated chlorination systems have been isolated, and current storage tank level is 
stable, indicating no more leakage in progress.  
 
"Additionally, the Ohio EPA: State Emergency Response Commission, Perry 
Township Fire Department, Lake County Emergency Planning Committee, and the 
U.S. Coast Guard were notified in accordance with plant procedures. This event is 
also being reported in accordance with the Operating License, Appendix B, 
Environment Protection Plan, which states in part, 'Any occurrence of an unusual or 
important event that indicates or could result in significant environmental impact 
causally related to plant operation shall be recorded and reported to the NRC within 
24 hours followed by a written report ..' Specifically, ' ..unanticipated or emergency 
discharge of waste water or chemical substances.' The NRC Resident Inspector has 
been notified." 

 
***** 
 
 


